
Relay Wiring Diagram WaterCop® Classic

WATERCOP RJ45

12 VDC Power Supply
192168.02

Power Supply
For Well Pump
240 VAC 1 Ph

Power Supply
For Well Pump
120 VAC

ORANGE

GREEN/WHITE

WPRLY Relay & Socket Kit

Connect Relay Wires (12 VDC)
to Coil Terminals A & B

CAT5 E CABLE

WARNING! The relay wire will be energized (12 VDC) 
when the WaterCop Actuator is powered and is in 
the closed position. Make connections to the relay coil 
before energizing the actuator.    
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